PREVOT

ADDENDUM NUMBER TWO (2)
September 29, 2025

ST. PASCHAL CATHOLIC CHURCH
FAMILY LIFE CENTER

FROM: PREVOT DESIGN SERVICES, APAC
601 SPRING STREET, SUITE A
SHREVEPORT, LOUISIANA 71101

PROJECT NO. A0517
TO: All Plan Holders and Bidders:

This addendum consists of 2 pages, 2 full sheet size attachments and 7 letter size attachments
for a total of 11 pages.

The following items shall form a part of the contract documents and shall take precedence over the
parts of the contract documents issued prior to the date of this addendum. Any changes, which may
affect construction or proper installation of materials, equipment, or fixtures, not specifically mentioned
in this addendum, shall be brought to the attention of the Architect in writing before submission of bid.
If such conditions are found to exist later, they must be resolved in an acceptable manner, at no
additional cost to the Owner or the design team. All Prime Contractors shall notify Subcontractors of
changes which may affect their scope of Work.

The General Contractor shall ensure that products provided by Acceptable Manufacturers in this
addendum are compatible with the system for which they are specified in function, material finish,
color, and overall aesthetics. Manufacturer approval is subject to full compliance with the Contract
Documents.

Acknowledge receipt of this addendum in the space provided on the Bid Form. Failure to do so may
subject the Bidder to disqualification.

Note: Listed references may not identify all locations of revisions. Prime Contractor shall
coordinate addendum items.

GENERAL INFORMATION:

1. Landscape and Irrigation are Owner Furnished, Owner Installed unless otherwise indicated in
the Contract Documents. Temporary seeding, sod at all areas disturbed in construction, and
gravel and prepared soil in the Courtyard Landscape Planter are examples of items to be
Contractor Furnished, Contractor Installed.

2.  Additive Alternate No. 1: Furnish and install stained-glass window as shown on ADD#2/SK-
1. Furnish and install 2 fixture type LT1 above ceiling per Sheet E-301, Note 2 of Addendum
No. 2 from EMA Engineering & Consulting, Inc. Dated September 29, 2025.
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CHANGES OR CLARIFICATIONS TO THE BIDDING REGUIREMENTS:

1. The attached 00 43 23 - ALTERNATES FORM is issued as a part of the Contract
Documents. Contractor shall pravide completed form at time of bid.

CHANGES OR CLARIFICATIONS TO THE SPECIFICATIONS:

1. SECTION 09 30 00 - TILING,
a.Paragraph 2.01.C.3: Change to read the following: "Thickness: 9 mm."
b.Paragraph 2.01.D.7.a: Change to read the following: "Caesar Ceramics USA; Waves:
WwWw.caesarceramicsusa.com.”

CHANGES OR CLARIFICATIONS TO THE DRAWINGS:

1. SHEET C-101 - DEMOLIITION PLAN:

a. See attached SK-3 for clarification of the demoalition scope. The highlighted areas
denote demoalition work that is by others and shall not be included in the Contractor’s
scope of work.

2. SHEET A111 - REFLECTED CEILING PLAN:

a. Change ceiling height in Restroom Vestibule 102 to 96" AFFF.

b.  Remove ceiling height tag at cased openings 101C and 101D. Cased Opening
heights shall be as schedule in Opening Schedule.

3. SHEET A412 - INTERIOR ELEVATIONS:

a.  Replace Interior Elevation 05/ A-412 with revised elevation shown on SK-2,
attached to this addendum.

4. SHEET A-501 - ROOM FINISH & TRIM PROFILE SCHEDULES & DETAILS:

a. Appliance Schedule: Delete Range Hood from Appliance Schedule. Hood shall be
as specified in Mechanical. Re: Sheet M-101.

b.  Refrigerator and Freezer are free-standing units installed side by side. Provide trim
kit if required to tie units together.

5. The attached Drawing E-101, FLOOR PLAN-POWER is issued as a part of the Contract
Documents in lieu of and replacing in its entirety Drawing E-101, FLOOR PLAN-POWER
included in the Contract Document Drawings dated 08-08-25.

6. The attached Drawing E-201, ELECTRICAL SCHEDULES is issued as a part of the Contract
Documents in lieu of and replacing in its entirety Drawing E-201, ELECTRICAL SCHEDULES
included in the Contract Document Drawings dated 08-08-25.

CHANGES OR CLARIFICATIONS TO THE MECHANICAL, ELECTRICAL, AND PLUMBING DRAWINGS:

1. See Addendum No. 2 from EMA Engineering & Consulting, Inc. Dated September 29, 2025.

End of Addendum No. 2
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The following is a list of products, materials, and/or manufacturers prior approved to bid the
respective equipment or materials. Note that approval of a material or manufacturer does not
constitute approval of a specific product. Products must meet or exceed plans and
specifications in every aspect and are subject to shop drawing review. No other substitutions

will be accepted.

Equipment Manufacturer
Split System Air Conditioning Units Rheem/Ruud
Duct Manual Volume Dampers Dace

Water Closets, Urinals and Lavatories Zurn

Water Closet Seats Zurn

Flush Valves Zurn

Faucets Price Pfister
Wall Carriers Zurn
Thermostatic Mixing Vlaves Zurn Wilkins
Floor Drains Zurn

Wall Faucets Zurn

Trap Primers Zurn

MECHANICAL:
Plans:

Sheet M-101:

1. For AHUs 1through 5, provide a 6” diameter duct tap with manual damper in the supply
duct trunk from each of the five AHUs. Taps shall be located approximately 15 feet from
AHU discharge outlet. Balance each tap to approximately 50 CFM each.

2. Provide a type G3 24" X 12" eggcrate grille with full size lined duct extension with elbow
up into attic. Provide grilles in the following locations: Room 111, Room 113, Room 115,

Room 123, and Room 128.



Sheet M201:
1. Replace the Air to Air Heat Pump Schedule with the revised schedule in attached sketch

AD2SKM1.
PLUMBING:
Plans:

Sheet P-103:
1. Change keyed note P11 to the following: “Water heater shown at this location for clarity.
Install water heater on platform above mop sink as detailed.”

Sheet P-201:

1. In the Electric Water Heater Schedule, change height to 34”, heating capacity to 15.3
MBH, 21 GPH recovery with 60 gallon first hour recovery, (2) 4.5 kw non-simultaneous
elements, 208V/1 phase, 12.5 amps, model number ESX-50-DOLBS 110. In note 1,
change to “Non-simultaneous elements”. Provide 10-year warranty.

ELECTRICAL:
Plans:

Sheet E-101:
1. Change circuits to mechanical units and water heater. See attached sheet E-101.

Sheet E-201:
1. Revised Panel Schedules for mechanical unit and water heater changes. See attached
sheet E-201.

Sheet E-301:

1. Delete exit light *X1” in Restroom Vestibule 102.

2. Provide 2 each fixtures type LT1 in attic space above Restroom Vestibule 102 to
illuminate stain glass window. Coordinate exact location with architect during
construction. No piping, ductwork, truss chords, or other obstruction shall be between
fixtures and the window. Connect to attic receptacle/lighting circuit. Locate switch
adjacent to switches in Narthex 101.

END OF ADDENDUM



SECTION 00 43 23
ALTERNATES FORM

PARTICULARS

1.01 THE FOLLOWING IS THE LIST OF ALTERNATES REFERENCED IN THE BID SUBMITTED BY:

1.02 (BIDDER)

1.03 TO (OWNER ): CATHOLIC DIOCESE OF SHREVEPORT

1.04 DATED AND WHICH IS AN INTEGRAL PART OF THE BID FORM.

ALTERNATES LIST

2.01 THE FOLLOWING AMOUNTS SHALL BE ADDED TO THE BID AMOUNT.
ALTERNATE # 1: ADD / (DEDUCT) $

END OF SECTION

A0517.02 - St. Paschal Catholic

Church Family Life Center 004323 -1 Alternates Form



INTERIOR STAIN GLASS WINDOW. BASIS OF DESIGN:
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AIR TO AIR HEAT PUMP SCHEDULE
MARK — INDOOR UNIT AHU—1 AHU-2,3,4 AHU-5,6
LOCATION ATTIC ATTIC ATTIC
NOMINAL CAPACITY TON 3 5 4
TYPE DRAW THRU VERT | DRAW THRU HORIZ | DRAW THRU VERT
FAN
AIRFLOW CFM 1150 2050 1600
ESP IN WG 0.50 0.60 0.60
OUTSIDE AIR CFM 200 400 300
DRIVE TYPE/SPEEDS DIRECT/MULTISPEED | DIRECT/MULTISPEED | DIRECT/MULTISPEED
MOTOR HP HP 0.5 1.00 1.00
MOTOR TYPE ECM ECM ECM
VARIABLE FREQUENCY DRIVE NO NO NO
COOLING
AIRFLOW CFM 1150 2050 1600
EAT (DB/WB) 80/67 80/67 80/67
GROSS TOTAL CAPACITY MBH 35.0 57.8 49.9
GROSS SENSIBLE CAPACITY MBH 27.9 45.4 38.4
COOLING STAGES VARIABLE VARIABLE VARIABLE
AMBIENT AIR TEMPERATURE ‘F 95 95 95
HEATING  (HEAT PUMP)
AIRFLOW CFM 1150 2050 1600
EAT ‘F 65 65 65
HIGH HEAT CAPACITY MBH 33.4 55.0 45.0
SOURCE AIR TEMPERATURE ‘F 47 47 47
LOW HEAT CAPACITY MBH 31.4 435 38.5
SOURCE AIR TEMPERATURE ‘F 17 17 17
SUPPLEMENTARY ELECTRIC HEAT
HEATER KW 10.0 10.0 10.0
HEAT CAPACITY MBH 34.4 34.4 34.4
ELECTRICAL INDOOR UNIT
SINGLE POINT CONNECTION YES YES YES
VOLTS/PHASE 208/3 208/3 208/3
MCA AMP 31.0 36.0 36.0
OCPD AMP 35.0 40.0 40.0
MANUFACTURER LENNOX LENNOX LENNOX
MODEL NO. CBK47UHET—036 | CBK47UHET—060 | CBK47UHET—060
MARK — CONDENSING UNIT HP—1 HP-2 HP-5
NOMINAL TONS 3 5 4
REFRIGERANT R454B R454B R454B
NUMBER OF COMPRESSORS ONE ONE ONE
SEER/EER  (AHRI RATING) 16.0/11.5 18.5/11.2 18.5/11.7
VOLTS/PHASE 208/1 208/1 208/1
MCA AMP 20.0 32.0 27.0
OCPD AMP 30.0 50.0 45.0
MANUFACTURER LENNOX LENNOX LENNOX
MODEL NO. EL21KLV—036—230 |EL21KLV—060—230 | EL21KLV—048—230
REMARKS 1,2 1,2,3 1,2
1. ELECTRIC HEAT RATED AT 208V/3PH. gy,
2. ELECTRIC HEAT TO BE ACTIVATED ONLY FOR DEFROST CYCLE AND X OF L0y g,
TO SUPPLEMENT HEAT PUMP CAPACITY. afle %%,
3. PROVIDE SMOKE DETECTOR ON UNIT RETURN AR SIDE. x%
ERSE

N Q
%, O
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EMA Engineering & Consulting, In.  |*<*=¢T ™"

Tyler | Austin | Houston | El Paso

DFW | San Antonio | Shreveport

Texas Firm Registration No. F-893
——

Louisiana Firm Registration No. EF-5818

St. Paschal Catholic Church

Family Life Center

West Monore, LA

TPRouECT 7

5-165-2359-001

DATE:

09-29-2025

”.VE BI'WKE www.EMAengineer.com [smerme

SUBMISSION OF BID WILL BE CONSIDERED ACKNOWLEDGMENT THAT THE CONTRACTOR HAS
VISITED THE SITE AND HAS VERIFIED ALL EXISTING JOB CONDITIONS AND INCLUDED ANY
NECESSARY MODIFICATION TO EXISTING AND NEW WORK REQUIRED FOR INSTALLATION OF
A COMPLETE AND WORKING SYSTEM.
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ELECTRICAL POWER NOTES:

COORDINATE THE EXACT LOCATION OF ALL DEVICES WITH
ARCHITECTURAL PLANS PRIOR TO ROUGH IN.

CONTRACTOR SHALL COORDINATE THE EXACT LOCATION
AND REQUIREMENTS OF ALL EQUIPMENT WITH EQUIPMENT
PROVIDER PRIOR TO ROUGH IN OR BID. PROVIDE
CLEARANCES ON ALL ELECTRICAL EQUIPMENT AS
REQUIRED BY NEC.

ELECTRICAL CONTRACTOR SHALL COORDINATE THE EXACT
ELECTRICAL REQUIREMENTS OF ALL SUBMITTED
MECHANICAL EQUIPMENT WITH MECHANICAL CONTRACTOR
PRIOR TO ROUGH IN. ADJUST CIRCUITS AS REQUIRED.

@ CONNECT TO ROOM LIGHTING CIRCUIT.
LIGHT SWITCH.

INTERLOCK WITH

CONTRACTOR SHALL BE RESPONSIBLE FOR MAKING ALL
ELECTRICAL INSTALLATIONS IN COMPLIANCE WITH ALL
CURRENT ELECTRICAL CODES FOR ANY WORK PERFORMED
ON EXISTING EQUIPMENT OR INSTALLATIONS.

COORDINATE THE EXACT LOCATION OF ALL TV/MONITOR
OUTLETS WITH ARCHITECTURAL PLANS PRIOR TO ROUGH
IN.

ALL RECEPTACLES INSTALLED IN KITCHEN SHALL HAVE
GFCI PROTECTION PER NEC ARTICLE 210.8(B). ALL GFCI
RECEPTACLES SHALL BE INSTALLED IN A READILY
ACCESSIBLE LOCATION.

CONTRACTOR SHALL COORDINATE EXACT CONDUIT
ROUTING AND CONNECTIONS TO EXISTING
PANELS/DISCONNECT PRIOR TO BID. PROVIDE ALL
REQUIREMENTS IN BID.

® ©® G

PROVIDE (4) 120V, 20A GFI RECEPTACLES IN ATTIC AT

25’ ON CENTER FOR SERVING MECHANICAL UNITS.
CONNECT TO CIRCUIT L1-9.

PROVIDE A SUPERVISORY FIRE ALARM PANEL FIRESHIELD
FSD OR EQUAL TO MONITOR FIRE SPRINKLER RISER AND
DUCT DETECTORS. PROVIDE ALL DEVICES FOR A
COMPLETE AND OPERATIONAL SYSTEM. PROVIDE A
CELLULAR MONITORING DEVICE.
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PANEL ”MDP” (*) 35,000 AMPS. RMS. SYM. I.C. PANEL ”|_2” 22,000 AMPS. RMS. SYM. I.C.
MARK TYPE MOUNTING MANUFACTURER LAMPS DESCRIPTION ALTERNATE INTEGRATED EQUIPMENT RATING INTEGRATED EQUIPMENT RATING Z 5 -
CATALOG NO. QTY & TYPE MANUFACTURER 208Y/120 VOLTS, 3 PHASE, 4 WIRE, 800 AMPS, MAIN CIRCUIT BREAKER 208Y/120 VOLTS, 3 PHASE, 4 WIRE, 225 AMPS, MAIN LUGS ONLY o
=
LED CEILING/ COLUMBIA 48W — O
C1 STRIP LIGHT WALL LCL440 4000K LED GAP NON—DIMMING WIRES SERVES TRIP A¢ B¢ Co TRIP SERVES SERVES TRIP A B¢ Ce TRIP SERVES N C
MLEDU - PANEL L1 125/ 1++410.0[ 125 I 2 (200/] EXTG DISCONNECT HP-5 45 /1 1 2.7 [ 3.4 I 2 (40 /|AHU-5 (D < D
713 9.8 [12.5 4 / i 2|3 2.7 | 3.4 4/ 0
. | EXTERIOR gg?ﬁ? 58855335408 LED 4000k HORIZONTAL ASSEMBLY. 3|5 85 [125p—~ 6|/ 3 HP—6 45/ 5 27 | 34 p—6)/ 3 - @
FLOOD LIGHT SURFACE | 60ZX 23W VERIFY COLOR. CANOPY PLATE PANEL L2 225/] 7 ~—1{22.8] 5.0 8 125 ]EXTC_PANEL LS i 2|71 27134 8 [40 /[AHU=6 £ 3
719 16.7] 5.0 10072 i SPARE 40 9 [ 3.4 10/ Q@ 0
(a1 | 2x4 LED TROFFER CELING 5 | coLumBia LED 4000k ACRYLIC LENS; 4000 LUMENS; LITHONIA: 2BLT440LADP 3]11 [14.3] P12 SPACE [ 2|11 | [ 34 12/ 3 < &
ARCHITECTURAL—LOW CRID LCAT2440LWGEDU 32w 0—10V DIMMING EZ1LP840 HP—1 30|13+ 1.6 | 3.0 1435 /| AHU-1 DRIER 30113~ 2.2 [ 1.6 14| 20 |RECEPT — >
i 215 1.6 | 3.0 16 / i 215 2.2 | 1.4 16 L3
2x4 LED TROFFER CEILING COLUMBIA LED 4000K ACRYLIC LENS; 5000 LUMENS: LITHONIA: 2BLT448LADP HP—2 50117 | 3.0 | 3.0 181/ 3 + (| WASHER 20 |17 1.0 [ 1.0 p—~18 C =
LA2 | ARCHITECTURAL—MED RECESSED | LCAT2440MLEDU 40W 0—10V DIMMING; SURFACE MOUNT KIT EZ1LP840 f 2|19~ 3.0 [ 3.4 20(30 /[ARU=2 +|rEwe 19 T2 T 08 20 5 £
GRID HP—3 50,7] 21 3.0 | 3.4 22/ RECEPT 21 0.2 | 0.6 22 0N = 2
) ! 2|23 3.0 [ 3.4 24|/ 3 23 1.0 | 1.4 p—24
Las | 24 LED TROFFER CELNG o COLUMBIA & LED 4000K ACRYLIC LENS; 6000 LUMENS; LITHONIA: 2BLT%SOLADP HP—4 50,7125 3.0 | 3.4 2640 /| AHU—=3 25 1.4 [ 1.4 26 o =
ARCHITECTURAL—MED GRID 48W 0—-10V DIMMING i 227 30 3.4 28] / 27 0.4 | 0.4 28 LANDSCAPE LTG b <
WILLIAMS WH 307129 25 | 34 30/ 3 FIRE ALARM 29 0.4 | P— 30 BACKFLOW PREV. dp) g
» CEILING LED 4000K ACRYLIC LENS; 1000 LUMENS; LITHONIA: LDN SERIES 1 2|31—{25] 34 32(40 /AHU-4 EWH—1 30,7]31—{ 2.0 | 32 SPARE (@]
LD1 | LED 6" DOWNLIGHT RECESSED | BDRTLL10840 16W 0-10V DIMMING SPARE 40,733 [3.4 4/ i 2|33 2.0 | 34 w c£2
CEILING WILLIAMS 60 /|37 [12.5 38200/ EXTG_PANEL 37 [ 38
" LED 4000K 0—10V DIMMING; 1500 LUMENS; LITHONIA: LDN SERIES N U
LD2 | LED 6" DOWNLIGHT RECESSED  |6DRTLL1500840 Py BAR HANGERS: DIFFUSE LENS 7 |39 [12.5 4 39 [ 40 B
GRID DIMUNVLMOFCS 3|41 [12.5 p—=42 3 41 [ p— 42 O —
CEILING WILLIAMS _ . . . 861 | 775 69.5 228 | 167 | 143 D om
" LED 4000K 0—10V DIMMING; 2000 LUMENS; LITHONIA: LDN SERIES * |
LD3 | LED & DOWNLIGHT T Fffevpviessl 25W BAR HANGERS; DIFFUSE LENS INTEGRAL SPD TOTAL CONN. LOAD _233.1 _ KVA TOTAL CONN. LOAD __ 538 _ KVA + GFl BREAKER
CEILING WILLIAMS
LD4 | LED 4" DOWNLIGHT RECESSED | DRL15840KDIM LED "4000K 1500 LUMENS,
GRID 4 UNVOMOFCSN 14W 0-10V DIMMABLE A _P_t
roject:
ACOLYTE 3W/357L PER FT. CLEAR LENS TP " P
LK2 | UNDERCABINET LIGHT SURFACE | RB9OSWS2203.040XX |4000K LED VERIY LENGTH ' PANEL "L1 10,000 AMPS. RMS. SYM. I.C. PANEL "LS (*) 10,000 AMPS. RMS. SYM. I.C.
AS1 SURFACE CHANNEL INTEGRATED EQUIPMENT RATING INTEGRATED EQUIPMENT RATING
208Y/120 VOLTS, 3 PHASE, 4 WIRE, 125 AMPS, MAIN LUGS ONLY 120/240 VOLTS, 1 PHASE, 3 WIRE, 125 AMPS, MAIN CIRCUIT BREAKER ST PASCHAL
LOW VOLTAGE DIRECT BEGA LED 4000K FINISH BY ARCHITECT. PROVIDE LOW :
TIMECLOCK, ETC. SERVES TRIP . AI ¢ B ¢ C ¢ TRIP SERVES SERVES TRIP _ A |¢ ' C ¢ TRIP SERVES CATHOLIC CHURCH
RECEPT 20 | 1 1.4 ]| 0.6 2 [20 |RECEPT EXISTING 20 | 1 P 2 [20 |EXISTING
LOW VOLTAGE EARTH BEGA LED 4000K FINISH BY ARCHITECT. PROVIDE LOW 3. 1.4 | 0.8 4 3. . I b— 4 FAMILY LIFE CENTER
TIMECLOCK, ETC. RANGE_HOOD 7~{04 04 8 RANGE + 7 - . I -8 :
9 0.2 ] 0.2 10 9 10
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